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Name(s) of On·S•te Representat•ve(s)/Title(s)/Phone and Fax Number(s) Olher F acdily Data 

None 

Name. Address of Responsible Off•cla lirltle/Phone and Fax Number(s) 

I Gerardo Gonzalez, PRASA Metro Reg ion 
Director Contacted 

(787) 620-2277 UYes ~No 
Section C: Areas Evaluated Dur ing Inspection (Check only those areas evaluated) 

Perm it F low Measurement X Operat ions & Maintenance X CSO/SSO (Sewer Overflow) 
f- - - 1--

Records/Reports Self-M onitoring Program Sludge Handling/Disposa l Pollut ion Preve nt ion 
I-- - - 1--

X Faci lity S ite Review Compliance Schedu les Pretreatment Mult imed ia 
I-- - f- f-

EffluenURece iving Water Laboratory Storm Water Other. Pump Station 
'--- - - '-- '--

Section D : Sum m ary of F indings/Comments (Attach addi tional sheets of narrative and checklists as necessary) 

See attached "Supplement to the Water Compliance Inspection Report". 
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SUPPLEMENT TO WATER COMPLIANCE INSPECTION REPORT FORM 
(EPA FORM 3560-3 (REV 9-94)) 

Webb Street Sanitary Sewer System 

I. Background: 

On June 30, 2011 , EPA performed a Reconnaissance Inspection (R I) at 
PRASA's Webb Street Sanitary Sewer System ("SSS") located in Barrio Obrero 
Subward, Santurce Ward in San Juan, Puerto Rico. 

II. Purpose of the Inspection: 

The purpose of the Rl was to investigate for san itary sewer overflows or direct 
san itary discharges into the Martin Peria Channel as a result of a current referra l 
against the San Juan Municipality and the Puerto Rico Department of Natural 
Resources. 

Ill. Findings of the Rl: 

The findings of the Rl are included below: 

1) The Webb Street SSS is owned and operated by the Puerto Rico 
Aqueduct and Sewer Authority ("PRASA") . It consists of an eight-inch in 
diameter sanitary sewer pipel ine . See attached Map (ENLACE Area 
Calle Webb Sewer Line from PRASA Sewer Net 2009) . 

2) The Webb Street SSS is located south of the Rexach Avenue, Barrio 
Obrero Subward, Santurce Ward in San Juan, Puerto Rico. See attached 
Photo No. 1. 

3) The Webb Street SSS collects mainly san itary wastewater from 
residences located along both sides of Webb Street. 

4) The Webb Street SSS is comprised of an eight-inch in diameter pipeline, 
sanita ry manholes and sanitary sewer lateral pipes. 

5) The Webb Street SSS runs downhi ll on Webb Street and does not 
connect to any other sanitary sewer pipeline at its end near the Martin 
Peria Channel. The Webb Street SSS 8-inch diameter pipel ine ends at a 
12-inch concrete culvert , which discharges into a manmade channel (e.g ., 
ditch) , which in turns discharges into the Martin Peria Channel. See 
attached Photo No.2. 
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6) Wastewaters were observed flowing out of the 12-inch concrete culvert 
into the manmade channel (e .g. , ditch) and into the Martin Pena Channel. 
See attached Photos No. 3, 4 and 5. 

7) A dye test was performed at the Webb Street SSS to determine whether 
any discharge of sewage from the 8-inch diameter pipeline could enter 
into the Martin Pena Channel or any other location . 

A) The EPA inspectors' team that participated in this dye test was 
Mr. A lex Rivera, Mr. Jaime Geliga and Mr. Carlos Vil lafane. 

B) At approximately 11 :15 am, the EPA inspectors' team opened a 
manhole lid located approximately 50 meters from the observed 
12 - inch concrete culvert. See attached Photo No. 6 . 

C) At approximately 11 :20 am, Mr. Ja ime Geliga poured 
approximately Yz liter of green dye into the manhole. 

D) Approximately at 11 :30 am, Mr. A lex Rive ra and Mr. Carlos 
Villafane, who were standing near the discharge end of the 8-
inch pipe and at the 12-inch cu lvert , observed the dye being 
discharged from the 12-inch culvert and into the manmade 
channel. See attached Photos No. 7 and 8. 

E) At approximately 11:40 am, the dye mixed with wastewaters 
entered into the Marti n Pena Channel. See attached Photo No. 
9. 

8) Solids of sewage nature were observed at the manmade channel and in 
the Martin Pena Channel near the end of the manmade channel 
discharge. 

IV. Conclusions: 

1) The Webb Street SSS is an appurtenance of the Puerto Nuevo Regional 

Wastewater Treatment Plant ("RWWTP"). 

2) The Webb Street SSS receives sanitary flows f rom the Webb Street 

neighbors at both sides of the street. 

3) The Webb Street SSS discharges wastewaters by gravity into the Martin 

Pena Channel. 

4) It is unknown at this moment if the Webb Street SSS is connected to the 

PRASA's Rexach Trunk Sewer or any other sewer pipe line in the area . 

5) PRASA discharges pollutants (e.g. , wastewater) into the Martin Pena 

Channel by the use the Webb Street SSS. 



6) Although PRASA's Puerto Nuevo RWWTP has a NPDES Permit No. 
PR21555, it does not have an NPDES permit to discharge pollutants (e.g ., 
sewage, solids, etc.) that were observed being discharged into Martin 
Pena Channel. 

I I /) . . - - . { .··'\ ~itt' 
Report Prepared by: /(~,/'1-:. -;\.../ r ../ /i 1'- ,-: wD ated:August 10, 201 1 

Eng. Carlos R. Villafane, P . 
Senior Environmental Engineer 

Attachment I - ENLACE Area- Calle Webb Sewer Line (From PRASA Sewer 
Net 2009) Map 
Attachment II - Inspection Photo Documentation 
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ATTACHMENT I 

ENLACE Area- Calle Webb Sewer Line Map 
(From PRASA Sewer Net 2009) 



ENLACE Area - Calle Webb 
Sewer Line (From PRASA Sewer Net 2009 
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ATTACHMENT II 

PHOTO-DOCUMENTATION 



Photo No. 1. View of a 
manhole and cover of the Webb 
Street Sanitary Sewer System. 

Webb Street Sanitary Sewer 
System, Barrio Obrero 
Subward, Santurce Ward in San 
Juan, Puctto Rico 
June 30, 2011 

Photo No. 3. View of the 
wastewaters flowing down in 
the manmade channel and into 
the MPC. 

Webb Street Sanitary Sewer 
System, Barrio Obrero 
Subward, Santurce Ward in San 
Juan, Puerto Rico 
June 30, 20 11 

Photo No. 2. View of the 
Webb Street SSS end at a 
12-inch box culvert. The 
12-inch box culvert could not 
be observe due to the pasture. 
The wastewaters flow within a 
manmade channel and into the 
MPC. 

Webb Street Sanitary Sewer 
System, Barrio Obrcro 
Subward, Santurce Ward in San 
Juan, Puerto Rico 
.l1me 10. ?.0 11 



Photo No. 4. Another v iew of 
the wastewaters tlowing down 
the manmade channel and into 
the Martin Pefia Channel. 

Webb Street Sanitary Sewer 
System, Ban-io Obrero 
Subward, Santurce Ward in San 
Juan, Puerto Rico 
June 30,201 1 

Photo No.6. View of a Webb 
Street Sanitary Sewer System's 
manhole. The dye was poured 
at this manhole, which sewer 
pipelines flows down into the 
Martin Pefia Channel. 

Webb Street Sanitary Sewer 
System, Barrio Obrero 
Subward, Santurce Ward in San 
Juan, Puerto Rico 
June30,201 1 

Photo No. 5. Closed view of 
the end of the manmade 
channel and Martin Pena 
Channel. 

Webb Street Sanitary Sewer 
System, Barrio Obrero 
Subward, Santurce Ward in San 
Juan, Puerto Rico 
June30, 2011 



Photo No.7. View of the dye 
starting entering into the 
manmade channel. 

Webb Street Sanitary Sewer 
System, Barrio Obrero 
Subward, Santurce Ward in San 
Juan , Pue110 Rico 
June30,201 1 

Photo No.9. Another view of 
the dye entering into the 
manmade channel and flowing 
down into the Martin Peiia 
Channel. 

Webb Street Sanitary Sewer 
System, Barrio Obrero 
Subward, Santurce Ward in San 
Juan, Puerto Rico 
June 30, 20 I I 

Photo No. 8. Another view of 
the dye entering into the 
manmade channel. 

Webb Street Sanitary Sewer 
System, Barrio Obrero 
Subward, Santurce Ward in San 
Juan, Puerto Rico 
June 30, 2011 


